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WASTE DISCHARGE REQUIRF1'1ENTSFDH:

PACH'IC GAS AND ELECTRIC COMPf,NY
MAFI.TINEZ PCYNER PT~AN'r

MAH'I'INEZ, CON1'HA COSTA COUN'rY

The California Regional Water Quality Control Board, San Francisco Bay
Region, (hereinafter Board) finds that:

L Pacific Gas and Electric Ccmpany, Martinez Power Plant (hereinafter
discharger) was issued Regional Board Order No. 79-99, anNPDES Permi t;
prescribing waste discharge requiranents for the discharge for the
Martinez steam generating electric power plant. Tnis permit, amended
by Order No. 80-47, expired on December 31, 1981, but has roma ined in
effect pursuant to Federal regulations pending t.he oromulqat.ion by the
Federal Environmental Protection Agency of effluent limitation
guidelines for steam electric power plants. These guidelines were
published on NOVEmber 19, 1982 in the Federal 11.egister. The
Discharger filed an Application received June 23, 1981 for re-issuance
of the NPDES PeDnit, and has subsequently amended the Application.

2. The discharger presently discharges wastes containing pollutants,
resulting from the generation of electric power into an unamed
tributary to Peyton Slough which fLows into Suisun Bay, all waters of
t.be Dni ted States.

Discharge 002 is stonn runoff from the fuel oil storage tank area. Et;
is discharged into a roadside ditch off: Shell Avenue. Discharge 002
is not treated.

3. The report of waste discharge describes the existinq discharges as
follows (see flow schematic in M:tachment A) :
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